Report of Materials and

BUILDINGS Equipment Acceptance Division

NYC Department of Buildings

280 Broadway, New York, NY 10007
Paftricia Lancaster, FAIA, Commissioner
(212) 566-5000, TTY: (212) 566-4769

Pursuant to Administrative Code Section 27-131, the following equipment or material has
been found acceptable for use subject to the terms and conditions contained herein.

MEA 73-92-E Vol. 39

Manufacturer: Air Products and Controls Inc.
1749 East Highwood
Pontiac, M| 48340

Trade Name(s): Air Products and Controls Inc.
Product: Smoke-Automatic Fire Detector Accessories
Pertinent Code Section(s): Subchapter 17 Reference Standard 17
- Prescribed Tést(s): UL 268, UL 268A
Laboratory: Underwriters Laboratories Inc.
Test Report(s): File 87425, project 07CA37746, issued June 27,

2000, revised September 24, 2007

Description: The MSR-50RM and MSR-50RK Series Smoke-Automatic Fire Detector
Accessories are to be only used with MEA approved RW Series, SM 501 Series, and
SL-2000 Series duct detectors to provide audible and visual indication as well as remote
test/reset functions, which are intended for energization from a separate signaling
circuit. The notification appliances are supplemental and are not intended as the primary
evacuation signal appliance.

Model No. Description
MSR-50RM/W Remote indicator/control assembly with white single gang face plate
MSR-504M/R Remote indicator/control assembly with_ red single gang face plate
MSR-50RM/S ;e:rtr;ote indicator/control assembly stainless steel single gang face
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